Mec-0O-Matic FLOW INDICATOR

THE FLOW INDICATOR GIVES YOU AN IMMEDIATE VISUAL INDICATION o

PROPER CHEMICAL FEED PUMP OPERATION. IT IS INSTALLED IN THE TUBING,

f

ON EITHER THE SUCTION or DISCHARGE SIDE of THE PUMP HEAD, WITH

THE DISCHARGE SIDE THE PREFERRED LOCATION. FOR ACCURATE OPERATION,
INSTALL VERTICALLY WITH THE °'BLUE’' COLORED BALL UPWARD. 5. 8in.
OBSERVE THE DIRECTION of 'RED' FLOW ARROW(IT.#8) (W

ON THE CLEAR FLOW INDICATOR BODY.
DO NOT USE THE FLOW INDICATOR IF FEEDING
SOLVENTS, SULFURIC ACID or OTHER CHEMICALS
NOT COMPATIBLE WITH THE MATERIALS LISTED.
CONSULT THE FACTORY FOR INFORMATION.
PUMP and DISCHARGE LINE PRESSURE MUST NOT
EXCEED 100-psi. (¢-8iﬂ-
2.0cm
INDICATION OF NORMAL OPERATION
FIGURE 'A’, PUMPING STROKE OF THE CHEMICAL FEEDER,
1. UPPER BALL REMAINS IN THE UPPERMOST POSITION.
2. LOWER BALL LIFTS WITH THE SOLUTION FLOW.
FIGURE 'B’., BACK STROKE OF THE CHEMICAL FEEDER,
1. UPPER BALL REMAINS IN THE UPPERMOST POSITION.
2. LOWER BALL SLOWLY FALLS TO LOWER SEAT.

)

INDICATION OF PLUGGED PUMP HEAD VALVE
or INJECTION FITTING
FIGURE 'C’, UPPER BALL REMAINS IN THE UPPERMOST
POSITION and LOWER BALL REMAINS ON LOWER SEAT DURING

INDICATION OF LEAKING PUMP HEAD VALVE(S) or
AIR IN SYSTEM ON THE DISCHARGE SIDE OF
THE FLOW INDICATOR(REFLUXING)
FIGURE 'D’, PUMPING STROKE OF THE CHEMICAL FEEDER,
1. UPPER BALL REMAINS IN THE UPPERMOST POSITION.
2. LOWER BALL LIFTS WITH THE SOLUTION FLOW.
FIGURE 'E’ ., BACK STROKE OF THE CHEMICAL FEEDER,

BOTH THE PUMPING & BACK STROKES. CD*

CD__-

m

NORMAL
FLOW
DIRECTION

1. UPPER BALL DROPS DOWN, THEN FLOATS UPWARD. Ng%ﬁ-+
2. LOWER BALL SLOWLY FALLS TO LOWER SEAT. DIRECTION
ITEM] __PART = DESCRIPTION aTY JaTy
Y| [AS’Y] 07012365 |FLOW TNDICATOR AS’Y 6.25-TUBING |REF|---
Hit) [AS™Y] 07012309 [FLOW INDICATOR AS'Y #.38-TUBING |--- |REF
) |1 | U0818333 |BODY(ACRYLIC), FLOW INDICATOR 1| 1
2 |_U0814205 |FITTING(PVC), VALVE 6.25in.-TUBE | 2 |---
U0816980 |FITTING(PVC), VALVE ©.38in.-TUBE |---| 2
3 |__U0814210 |NUT(PVC)., COUPLING ®.25in.-TUBE | 2 |---
U0814211 |[NUT(PVC), COUPLING ©.38in.-TUBE |---| 2
4 | U0818978 |BALL(PE-BLU), #.38in.-0D 1| 1
FIGURE 'D_5 [L1000500-TFE|BALL(TFE-WHT), 8.38in.-0D 1|1 i
NORMAL 6 | U0812846 |O-RING(EPR) 2 | 2 | FIGURE "E’
MRE#mm+ 7 U0818977 [SEAT(PVC), VALVE 2 | 2
8 | U0812531 |LABEL, DECAL. RED FLOW ARROW " | 1 lrev . £07.
Page 1 of 1. U0818982.
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